EQUIPMENT SCHEDULE

A ELECTRIC FIRE PUMP 30HP 480V 3PH – 1000 GPM AT 40 PSI
B FIRE PUMP CONTROLLER WITH LOW FUEL ALARM AND LOW ROOM TEMPERATURE ALARM
C JOCKEY PUMP 3/4HP 480V 3PH – 2 GPM AT 40 PSI
D JOCKEY PUMP CONTROLLER
E FLOW METER UL/FM APPROVED
F CONCENTRIC REDUCER
G ECCENTRIC INCREASE
H CASING RELIEF VALVE
I ORIFICE UNION

"A TYPICAL EQUIPMENT SCHEDULE"