5" STORZ CONNECTION
30 DEGREE FIXED (NON-SWIVEL)
W/ CAP SECURED W/ CHAIN
GUARDIAN MODEL 6625 RAL (4")
MODEL 6628 RAL (6") OR EQUAL

MINIMUM 4' DRY PIPE TO FDC
PIPE STAND

36" TO 42"
ABOVE FINISHED GRADE

球    球    球
Low Point

FIRE ALARM SUPERVISORY CKT
HEATER ELECTRICAL CKT
FROM CITY WATER SUPPLY
{TO BUILDING

12" Minimum