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1 | FIRE ALARM SYSTEM AC POWER FAILURE [ JK 9 1
2 | FIRE ALARM SYSTEM LOW BATTERY [ JIK [ ] 2
3 | OPEN CIRCUIT [ JIK [ ] 3
4 | GROUND FAULT L 2K J (] 4
5 | NOTIFICATION APPLIANCE CIRCUIT SHORT 99 9 5
6 | BREEZEWAY MANUAL PULL STATIONS LK J LI JK JK 6
7 | SMOKE DETECTOR AT FACP LJK J LI JK JK 7
8 | SPRINKLER TAMPER SWITCH 9 @ 9 [ 8
9 | SPRINKLER WATER FLOW IN BUILDING L JK J LI JK JK 9
10 | - 10
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