BUILDING WITH NEXT UPSTREAM MANHOLE
HIGHER THAN THE LOWEST DRAIN AND
BLOCKAGE IN SEWER MAIN.

UPSTREAM
MANHOLE

STREET

MANHOLE SEWER
SERVICE

BACKWATER CONDITION INTO BUILDING
WITHOUT BACKWATER VALVE.

BLOCKAGE

UPSTREAM
MANHOLE

STREET BACKWATER VALVE,

SEE DETAIL S—38
«_ FLOW

SERVICE

MANHOLE

BACKWATER CONDITION PREVENTED
BLOCKAGE BY BACKWATER VALVE.

CITY OF RALEIGH
STANDARD DETAIL

REVISIONS | DATE: 01/18/2025 NOT TO SCALE

TYPICAL SEWER
SERVICE REQUIRING
BACKWATER VALVE

S-42




