BRASS PLUG

BRASS NIPPLE "F” x 12"

NOTES:

1. SEE DETAIL W-23
(WATER SERVICE INSTALLATION).

2. TAPS MADE ON EXISTING PVC SHALL BE
MADE USING A TAPPING SADDLE. TAPS MADE

BRASS NIPPLE %" ON DUCTILE IRON CAN BE EITHER DIRECT

OR 1" x 37, TYP. OR WITH A TAPPING SADDLE.

5. COMPRESSION TEES MAY BE USED IN LIEU
OF FEMALE THREADED TEES.

BRASS NIPPLE
HF" X 6", TYP‘ /-\C

CURB STOP
SIZE "F" INSTALLED
IN A VALVE BOX

BRASS NIPPLE

SR 30 g WATER
(MALLEABLE) " x 67, TYP.

MAIN

SERVICE LINE TYPE KJ
SOFT COPPER

CORPORATION COCK

\\\\\—-BRASS TEE (MALLEABLE) %”

OR 17 x "F" x "F", TYP. &/

SIZE "F” (1.D.) NUMBER OF METERED
(SERVICE TAP SERVICES ALLOWED
SIZE FROM MAIN) %" 1™
2" 9-16 5-8
15 5-8
1" 4 2
/4 2 N/A
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